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Electric Locks

Dorma Door Controls, Drawer AC, Reamstown, PA 17567-0411
Contact: Rick Loose (717) 336-3881

EMLock 100 electric exit lock models EMDE-V1011S, EMDE-V1012D, EMDE-V1011T,
EMDE-1011S, EMDE-1012D and EMDE-1011T, with or without option B, R, H or C. Refer
to listee's data sheet for detailed product description and operational considerations.

In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction.

Listee's name, model number, electrical rating and UL label.

Listed as auxiliary locking device for fire-rated and non fire-rated doors to prevent un-wanted
entry and unauthorized exit when installed in accordance with the Uniform Building Code,
Section 3304 (e) Special Egress-control Devices. Authority having jurisdiction shall be
consulted prior to installation.
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= This listing is based upon technical data submitted by the applicant. CSFM Fire Engineering staff has reviewed the test

] results and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or
i recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation

i} criteria. Refer to listee’s data sheet, installation instructions and/or other suitable information sources.
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